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[bookmark: _Toc349639917][bookmark: _Toc374016808]
Purpose
Barco NV places great importance on health and safety in the workplace. In particular, Barco wants to guarantee workers’ health and safety during works involving third parties.

This document supplements 'Health and safety arrangements part 1: General regulations for all (BE) sites and all works involving third parties', and is specific for all works at the KUU site (Noordlaan 5, Kuurne).
This Safety, Health and Environment Plan brings together all the specific arrangements and risks for the KUU site

Please read this document carefully and discuss it with those of your employees who will be performing the works. Any comments or suggestions can be sent to our Internal Occupational Health & Safety Department.

The exchange of information about, among others, mutual risks and the establishment of arrangements for suitable prevention measures are crucial to ensuring that the ideal cooperation between Barco NV and you, as the third-party contractor, can be achieved, and the works can be performed safely at all times.

These health and safety arrangements form an integral part of the order form.
The requirements specified below form part of the terms & conditions of procurement.
[bookmark: _Toc349639918]Failure to comply with these requirements may result in the unilateral termination of the contract.
Anyone who fails to comply with these arrangements may be refused access to Barco NV.
[bookmark: _Toc374016809]Field of application
[bookmark: _Toc349639923]This document only applies to works involving third parties at the KUU site at Noordlaan 5, Kuurne.  
[bookmark: _Toc374016810]Definitions and abbreviations used
[bookmark: _Toc349639926]All definitions and abbreviations used are explained in part 1 of the health and safety arrangements (see EHS-PR-2032).

BLEVE = Boiling liquor expanding vapour explosion
[bookmark: _Toc374016811]Associated documents
[bookmark: _Toc349639927]See EHS-PR-2032.
[bookmark: _Toc374016812][bookmark: _Toc368579797]Responsibilities for the exchange of information
Cooperation with external companies (including self-employed workers) is governed by the provisions of the Act on Welfare in the Workplace of 4 August 1996 (Arts 8 to 12).
The responsibilities and obligations with regard to the exchange of information are set out in Chapter 7 of part 1 of the health and safety arrangements (see EHS-PR-2032).
[bookmark: _Toc374016813]Safety, Health and Environment Plans
[bookmark: _Toc374016814]Loading and unloading
[bookmark: _GoBack]Opening hours :
Monday – Thirsday : 8.00–12.00 & 12.45-16.50
Friday : 8.00–12.00 & 12.45-15.50

 (
8
) (
 
 
)
[bookmark: _Toc374016815]
First-aid post
The first-aid post is, by definition, locked. If you need urgent help, the first person to call in all cases is the occupational first aider on duty, using the internal emergency number 66.

 (
Location of the medical care posts and first-aid material
) (
Dial 
66
 if there is an accident
. 
REPORT ALL ACCIDENTS,
 
no matter how minor!
)

[bookmark: _MON_1445040518] (
Rest 
room
(ground floor)
) (
First aid and emergency care post
& first-aid 
material
(ground floor)
)
[bookmark: _Toc374016816]Evacuation plans
[bookmark: _Toc374016817][bookmark: _Toc368579802]Evacuation plan in case of fire
 (
Kuurne
Ground plan
)
[bookmark: _Toc374016818][bookmark: _Toc368579803]Evacuation plan in the event of the ammonia or BLEVE alarm
 (
Kuurne
Ground plan
)
[bookmark: _Toc374016819][bookmark: _Toc353432728][bookmark: _Toc353449917][bookmark: _Toc368579804]Specific health risks
[bookmark: _Toc353449918]At various locations within our company there are risks which are inherent to the nature of our operations.
[bookmark: _Toc374016820][bookmark: _Toc368579805]Danger of electrocution
Areas involving danger of electrocution are signposted using the pictogram above.  This chiefly relates to high-voltage cabinets, transformer rooms and low-voltage panels, but also covers overhead and underground power lines. Ask for information from the Facilities Management Coordinator or Installations Manager.

[bookmark: _Toc374016821][bookmark: _Toc353449919]Mercury vapour lamp explosions
Many of the lights used in our manufacturing process contain mercury.
If these lights fail when they are hot, mercury vapour may be released into the atmosphere. . Please follow the instructions given by the Barco representative in applying the emergency procedure in the event of this kind of incident.

Pregnant persons must not be exposed to these vapours: in any event, pregnant persons must immediately leave the danger zone.

[bookmark: _Toc374016822][bookmark: _Toc353449920]Artificial optical radiation

[bookmark: _Toc353449921]Our projectors typically have a very bright light source involving the risk of blinding.  In some areas, it is also compulsory to wear special protective goggles. Before the works commence, please ask the Instructing Party what type of eye protection is required in these areas. Never look directly into a light source as this may cause lasting eye trauma.
[bookmark: _Toc374016823]Laser light
[bookmark: _Toc353449922]In some areas, products incorporating laser technology are used.
Specific training must be taken to be admitted to these areas. Wearing special laser safety goggles is compulsory in these areas. Before the works commence, please ask the Instructing Party what type of eye protection is required in these areas. Exposure to laser light may cause permanent eye trauma.
[bookmark: _Toc374016824][bookmark: _Toc351969762]Asbestos
The asbestos inventory can be consulted through the Health and Safety Officer.  In principle, working with materials containing asbestos is prohibited.





[bookmark: _Toc374016825][bookmark: _Toc353449923][bookmark: _Toc368579810]Ionising radiation  


Xenon bulbs contain low-level radioactive substances.  Consequently, defective bulbs are kept in closed metal containers for removal by the Belgian Agency for Radioactive Waste and Enriched Fissile Materials (Nationale instelling voor radioactief afval en verrijkte splijtstoffen (NIRAS)/Organisme nationale des déchets radioactifs et des matières fissile enrichies (ONDRAF)). These bulbs can be found in all warehouses, projector production rooms and in the R&D Department both as raw materials and finished goods.
Waste cathodes of broken lamps are kept in a sealed bunker for hazardous chemicals.
Waste lamps which are still intact are kept in 2 containers of Récupel for WEEE.
                    
[bookmark: _Toc374016826]
Explosive areas, see
Explosive areas are indicated on site with the above pictogram
These are mainly areas for storing chemical substances and gases, such as:
· production of CRT tubes in Block B;
· gas cylinder storage location by Block C;
· gas cabin + boiler room in Block F;
· chemicals storage location in Block J;
· ;gas oven in the kitchen in Block H on the 1st floor;
· boiler room in Block H on the 2nd floor;
· boiler room in Block K on the 1st floor.
But also areas where there is a danger of dust explosions:
-	panel cutting machine in the joinery in Block F.

And all overhead and underground gas pipes; ask for information from the Facilities Management Coordinator.



[bookmark: _Toc353449924][bookmark: _Toc368579812][bookmark: _Toc374016827]
Confined spaces, see  
This first covers storage tanks:
· sprinkler water tank 740 m³
· compressed air buffer tank 5,000 l;
· underground tank for emulsion oil 20,000 l;
· cellar underneath Block I; 
· septic tanks (with H²S as an additional risk!). ) 
But also:
· sewage pipes and inspection shafts;
· technical rooms behind the projection walls;
· all spaces underneath the computer floors;
· certain shafts.
[bookmark: _Toc374016828]Setting up cranes

[bookmark: _Toc351969580][bookmark: _Toc351969765][bookmark: _Toc353443543]Telescopic and tower cranes may be set up only in areas indicated by and in consultation with the Facilities Management Coordinator,
 in consideration of the load-bearing capacity of the ground.
[bookmark: _Toc353449925][bookmark: _Toc368579814][bookmark: _Toc374016829]
Smoking areas
In principle, smoking is prohibited (both inside the buildings and on the grounds).
Smoking is permitted only in the designated smoking areas.

[bookmark: _Toc363053027][bookmark: _Toc362966101][bookmark: _Toc363047251][bookmark: _Toc368579815][bookmark: _Toc374016830]
Specific rules
[bookmark: _Toc374016831][bookmark: _Toc368579816]ESD (electrostatic discharge) areas
Specific measures apply in the manufacturing areas to prevent damage to materials and equipment as a result of electrostatic discharges. An ESD dust coat and ESD safety shoes must be worn to enter these areas.

[bookmark: _Toc363053028]Touching or moving devices, printed circuit boards and other materials which are sensitive to electrostatic discharges is prohibited.
[bookmark: _Toc374016832]Clean rooms
There are various clean rooms in the manufacturing zone.  Entering these clean rooms or performing works in or to these clean rooms is permitted only with the consent of the manager of the clean room concerned and in compliance with the specific clean room regulations.
[bookmark: _Toc374016833]Security
Specific security regulations apply in certain areas. For instance, part of the warehouse is accessible only to persons with a 'known consigner' accreditation.  All other persons must be escorted in these areas by a Barco employee with the requisite accreditations
Please contact our Security Officer to check the requirements.
[bookmark: _Toc374016834]
Agreement between the Instructing Party and the third-party contractor on these health and safety arrangements

This agreement forms an integral part of the contract with the third-party contractor.

The parties may terminate the agreement if either of them fails to comply with its obligations under the contract.

By their signatures, the Instructing Party and the third-party contractor confirm their mutual agreement to the health and safety arrangements, including all annexes and checklists appended thereto.

By its signature, the third-party contractor confirms having received the health and safety arrangements entitled "Works involving third parties" and that it shall comply with all the provisions contained therein as well as with all statutory provisions on workplace welfare.

By its signature, the third-party contractor hereby also declares that all data provided are accurate and complete.



	Representative for the Instructing Party,
	Representative for the third-party contractor


	Name:

	Name:

	Signature:


	Signature:



	Date:
	Date:







Done at ...................................... on .................................  20...... in duplicate, with each party acknowledging receipt of an original copy.
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